Abstract: This study suggests energy-independent architectural models for residential complexes through the production of solar-energy-based renewable energy. Daegu Metropolitan City, South Korea, was selected as the target area for the residential complex. An optimal location in the area was selected to maximize the production of solar-energy-based renewable energy. Then, several architectural design models were developed. Next, after analyzing the energy-use patterns of each design model, economic analyses were conducted considering the profits generated from renewable-energy use. In this way, the optimum residential building model was identified. For this site, optimal solar power generation efficiency was obtained when solar panels were installed at 25 • angles. Thus, the sloped roof angles were set to 25 • , and the average height of the internal space of the highest floor was set to 1.8 m. Based on this model, analyses were performed regarding energy self-sufficiency improvement and economics. It was verified that connecting solar power generation capacity from a zero-energy perspective considering the consumer's amount of power consumption was more effective than connecting maximum solar power generation capacity according to building structure. Moreover, it was verified that selecting a subsidizable solar power generation capacity according to the residential solar power facility connection can maximize operational benefits.
Introduction
With the importance of renewable energy becoming widely recognized, the energy paradigm is rapidly shifting from fossil energy to renewable energy, especially in developed countries [1, 2] . In terms of energy consumption, saving energy in the construction sector is very important. The construction sector accounts for 36% of energy consumption worldwide. Since buildings, once built, have long-term impacts of more than 30 years, various studies have been conducted on increasing efficiency while reducing energy consumption [3] [4] [5] . Moreover, people's awareness of energy consumption reduction is also expanding [6, 7] .
Various studies have been conducted on improving buildings' energy self-reliance using renewable energy sources while also reducing energy consumption [8] [9] [10] . A power system that can improve energy self-reliance in buildings was developed in China using solar and geothermal energy [9] . Further studies are being conducted on the operation of power systems by analyzing energy consumption patterns in buildings to use renewable energy sources more efficiently [10] . [25] .
Second, in terms of energy consumption by sector, Daegu is characterized by low energy consumption in the industrial sector and high energy consumption in the residential and commercial sector compared to other cities ( Figure 4) . When examining Daegu's energy consumption state in the residential and commercial sector, a high dependence is observed in electricity (36%), gas (34%), and oil (22%), occupying 92% of the overall energy consumption of the residential and commercial sector. Population density and total population of major cities in South Korea [24] . comprises oil (43.9%), electric power (26.1%), and gas (19.2%), accounting for 89.2% of the total energy consumption ( Figure 2 ). When compared with other cities in terms of energy consumption, the percentage of gas energy is relatively high, and gas consumption is increasing every year ( Figure 3 ) [23] . Final energy consumption trend [25] .
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Second, in terms of energy consumption by sector, Daegu is characterized by low energy consumption in the industrial sector and high energy consumption in the residential and commercial sector compared to other cities ( Figure 4) . When examining Daegu's energy consumption state in the residential and commercial sector, a high dependence is observed in electricity (36%), gas (34%), and oil (22%), occupying 92% of the overall energy consumption of the residential and commercial sector. [25] . Second, in terms of energy consumption by sector, Daegu is characterized by low energy consumption in the industrial sector and high energy consumption in the residential and commercial sector compared to other cities ( Figure 4 ). When examining Daegu's energy consumption state in the residential and commercial sector, a high dependence is observed in electricity (36%), gas (34%), and oil (22%), occupying 92% of the overall energy consumption of the residential and commercial sector. Daegu's energy consumption in the residential and commercial sector accounts for 4.7% of the entire energy consumption nationwide ( Figure 5 ) [23] . Daegu's energy consumption in the residential and commercial sector accounts for 4.7% of the entire energy consumption nationwide ( Figure 5 ) [23] . In particular, when examining the power system diagram of Daegu, which has the highest energy consumption in Daegu's residential and commercial sector, it can be seen that Daegu is receiving 100% of its electric power from nearby cities. The cities of Uljin, Wolseong, and Gori supply 66.4% of the total electricity of Daegu from nuclear energy, which is the most-used power supply source; 33% of the electricity of Daegu is supplied with thermoelectric power from the cities of Hadong and Samcheonpo' and 0.6% of Daegu's electricity is supplied with hydroelectric power from the cities of Hadong and Imha ( Figure 6 ) [23] . Daegu's energy consumption in the residential and commercial sector accounts for 4.7% of the entire energy consumption nationwide ( Figure 5 ) [23] . In particular, when examining the power system diagram of Daegu, which has the highest energy consumption in Daegu's residential and commercial sector, it can be seen that Daegu is receiving 100% of its electric power from nearby cities. The cities of Uljin, Wolseong, and Gori supply 66.4% of the total electricity of Daegu from nuclear energy, which is the most-used power supply source; 33% of the electricity of Daegu is supplied with thermoelectric power from the cities of Hadong and Samcheonpo' and 0.6% of Daegu's electricity is supplied with hydroelectric power from the cities of Hadong and Imha ( Figure 6 ) [23] . In particular, when examining the power system diagram of Daegu, which has the highest energy consumption in Daegu's residential and commercial sector, it can be seen that Daegu is receiving 100% of its electric power from nearby cities. The cities of Uljin, Wolseong, and Gori supply 66.4% of the total electricity of Daegu from nuclear energy, which is the most-used power supply source; 33% of the electricity of Daegu is supplied with thermoelectric power from the cities of Hadong and Samcheonpo' and 0.6% of Daegu's electricity is supplied with hydroelectric power from the cities of Hadong and Imha ( Figure 6 ) [23] . Analyzing such energy consumption and supply trends in Daegu reveals that Daegu's degree of dependence of on primary energy, which is the main cause of environmental pollution, is very high, showing high energy consumption in the residential and commercial sector, which is a point of distinction with other cities. In particular, electric demands in Korea are constantly rising [26] , and the consumption of energy in the residential and commercial sector in Daegu is higher than in other cities. Therefore, if the energy supplied to this sector from primary energy sources is replaced with environmentally friendly renewable energy, the ripple effect should be very large in environmental terms. Recently, the government announced a new energy policy based on reducing dependence on coal and nuclear energy. A retreat from coal and nuclear power will increase reliance on renewable energy sources as well as LNG. In these respects, Daegu and the government have set policies and provided support for solar energy systems in the residential and commercial sector to improve energy independence and security.
Policies for Activating Renewable Energy Sources in South Korea
In Korea, policies are being practically implemented for the activation of renewable energy sources. The "1 Million Green Homes" program, which grants subsidies to introduce the use of renewable energy in houses, is being promoted by the government under the purpose of developing one million green homes by 2020 [19, 27] . Furthermore, policies for the activation of a small power market to promote the dissemination of residential power generation systems that use renewable energy sources are being implemented. Examples of typical power trading systems are Net Metering and PPA (Power Purchase Agreement) [27] . In Korea, the residential electricity billing system has maintained a progressive fee system in which the electricity rate increases rapidly by each segment depending on monthly power consumption. Therefore, high power consumers can expect electricity fee reductions by lowering the progressive burden using the abovementioned Net Metering. The other power trading system, PPA, refers to a contract system on sales of power produced through KEPCO (Korea Electric Power Cooperation, Naju, Korea), KPX (Korea Power Exchange, Naju, Korea), and renewable energy sources. At this time, an appropriate contract can be selected by considering the advantages according to the type of power trading [28] . Analyzing such energy consumption and supply trends in Daegu reveals that Daegu's degree of dependence of on primary energy, which is the main cause of environmental pollution, is very high, showing high energy consumption in the residential and commercial sector, which is a point of distinction with other cities. In particular, electric demands in Korea are constantly rising [26] , and the consumption of energy in the residential and commercial sector in Daegu is higher than in other cities. Therefore, if the energy supplied to this sector from primary energy sources is replaced with environmentally friendly renewable energy, the ripple effect should be very large in environmental terms. Recently, the government announced a new energy policy based on reducing dependence on coal and nuclear energy. A retreat from coal and nuclear power will increase reliance on renewable energy sources as well as LNG. In these respects, Daegu and the government have set policies and provided support for solar energy systems in the residential and commercial sector to improve energy independence and security.
In Korea, policies are being practically implemented for the activation of renewable energy sources. The "1 Million Green Homes" program, which grants subsidies to introduce the use of renewable energy in houses, is being promoted by the government under the purpose of developing one million green homes by 2020 [19, 27] . Furthermore, policies for the activation of a small power market to promote the dissemination of residential power generation systems that use renewable energy sources are being implemented. Examples of typical power trading systems are Net Metering and PPA (Power Purchase Agreement) [27] . In Korea, the residential electricity billing system has maintained a progressive fee system in which the electricity rate increases rapidly by each segment depending on monthly power consumption. Therefore, high power consumers can expect electricity fee reductions by lowering the progressive burden using the abovementioned Net Metering. The other power trading system, PPA, refers to a contract system on sales of power produced through KEPCO (Korea Electric Power Cooperation, Naju, Korea), KPX (Korea Power Exchange, Naju, Korea), and renewable energy sources. At this time, an appropriate contract can be selected by considering the advantages according to the type of power trading [28] .
Data and Methodology

Site Analysis for Residential Area Using Solar Energy
In the residential sector, electric power from the utility can be reduced by solar energy, which is called "net metered". It is expected to be economically beneficial by lowering the utility bill. Furthermore, the peak demands mostly occur two times in day time and evening time in South Korea, while the output of solar systems is the maximum at around noon. Thus, solar systems can help reduce the first peak demand in a day. In this respect, solar energy can contribute to leveling off energy supply and demand in the government and Daegu Metropolitan City, and it ensures a stable and reliable power supply.
Normally, climatic conditions such as solar irradiance, sunshine duration, mean temperature, amount of rainfall, and relative humidity are important indicators when determining the best lands for photovoltaic facilities. Among those, solar irradiance and temperature conditions must be considered first [29, 30] . In addition, since dissimilar metals can cause contact corrosion and efficiency reduction in solar cell modules, pollution and saltiness are also conditions that must be considered [29, 30] . Therefore, in spatial terms, distance from roads and rivers plays a major role in site selection for photovoltaic facilities [30] . Furthermore, past records regarding winter snowfall, icing, and thunderstorm disasters must be considered; in-depth analyses of the expected installation site must be performed [29] ; and topography-related factors such as gradient, elevation, and slope direction must be considered [23] .
In this research, seven indicators were selected based on the literature (Table 1) to analyze the optimum places to install photovoltaic facilities in Daegu and to further discuss energy-independent architectural models. The indicators were classified into exclusion conditions and location conditions. The national environmental zoning map and the ecological zoning map were selected as exclusion conditions, and elevation, slope direction, distance from roads, distance from rivers, and solar irradiance were selected as location conditions. First, the national environmental zoning map, which is one of the exclusion conditions, is a thematic map that comprehensively evaluates environmental factors for the eco-friendly preservation, development, and use of the land. This map is classified into five ranks. Ranks 1 and 2 are for preservation areas, Rank 3 is for buffer areas, and Ranks 4 and 5 are for eco-friendly development induction areas. In this research, Rank 1 and Rank 2 areas, in which development is restricted, were set as exclusion conditions. The ecological zoning map is a map ranked depending on the ecological value, naturalness, and scenic value of natural environments with regard to mountains, rivers, inland wetlands, lakes, farmlands, and cities. Rank 1 areas and separate management areas were selected as exclusion conditions because they contain the main ecological axis and eco-corridors-areas that are the main habitat of endangered fauna and flora, areas with excellent ecosystems, or areas with particularly spectacular landscapes. Elevation, which is one of the location conditions, was set below 100 m for being easier for the installation of photovoltaic facilities. The gradient was set within 10 • , and the slope direction was set toward the southeast/southwest direction to maximize photovoltaic energy generation efficiency. In addition, the distance from roads was set to more than 50 m to minimize the impact of dust and particles by cars since air pollution can cut solar panel efficiency by 17-25% [31, 32] . Solar irradiance was set to a standard of more than 4000 MJ/m 2 , which is enough for photovoltaic energy generation [33] . However, analysis results for Daegu's solar irradiance revealed that the solar irradiance of the entire research site is above 4000 MJ/m 2 , which is suitable for the solar irradiance standard. Therefore, to select a relatively more efficient and suitable place in terms of solar irradiance indicators, an overlap analysis of location conditions and exclusion conditions was performed before drawing a solar irradiance map. For this research, ArcGIS ver. 10 was used. First, Daegu Metropolitan City was extracted from the national environmental and ecological zoning maps provided by the Ministry of Environment to analyze exclusion conditions ( Figure 7 ). Then, after extracting the layers of intermediate and index contour lines using a 1/25,000 digital map of Daegu, a TIN (triangulated irregular network) and DEM (digital elevation model) were generated, and an analysis of elevation, gradient, and slope direction-which were selected as location conditions-was performed. In addition, to analyze the distance from roads, ArcGIS buffer functions were used, calculating a separation distance of 50 m from roads. Figure 8 shows the results of the analysis of location conditions, indicating regions with less than 100 m of altitude, regions with less than 10 • of gradient, regions with 50 m of distance from roads, and excluded regions with water environments.
Since Daegu's solar resource map, created by the Korea Meteorological Administration, is a numerical virtual resource map with a spatial resolution of 1 km × 1 km provided in CSV (comma separated value) form, it was primarily converted into processible data using ArcGIS's geoprocessing functions and then converted into spatial information using IDW (inverse distance weight) interpolation methods. To allow for a clear comparison, solar irradiance distribution was indicated from Rank 1 (highest solar irradiation) to Rank 7 (lowest solar irradiation). Finally, after analyzing a suitable place for photovoltaic energy generation based on the exclusion and location condition results obtained through data overlap analysis, solar irradiance and slope direction data were reflected to finally draw a map of suitable solar places in Daegu. For this research, ArcGIS ver. 10 was used. First, Daegu Metropolitan City was extracted from the national environmental and ecological zoning maps provided by the Ministry of Environment to analyze exclusion conditions ( Figure 7 ). Then, after extracting the layers of intermediate and index contour lines using a 1/25,000 digital map of Daegu, a TIN (triangulated irregular network) and DEM (digital elevation model) were generated, and an analysis of elevation, gradient, and slope directionwhich were selected as location conditions-was performed. In addition, to analyze the distance from roads, ArcGIS buffer functions were used, calculating a separation distance of 50 m from roads. Figure 8 shows the results of the analysis of location conditions, indicating regions with less than 100 m of altitude, regions with less than 10° of gradient, regions with 50 m of distance from roads, and excluded regions with water environments.
Since Daegu's solar resource map, created by the Korea Meteorological Administration, is a numerical virtual resource map with a spatial resolution of 1 km × 1 km provided in CSV (comma separated value) form, it was primarily converted into processible data using ArcGIS's geoprocessing functions and then converted into spatial information using IDW (inverse distance weight) interpolation methods. To allow for a clear comparison, solar irradiance distribution was indicated from Rank 1 (highest solar irradiation) to Rank 7 (lowest solar irradiation). Finally, after analyzing a suitable place for photovoltaic energy generation based on the exclusion and location condition results obtained through data overlap analysis, solar irradiance and slope direction data were reflected to finally draw a map of suitable solar places in Daegu. 
Architectural Design for Solar Energy Utilization
Considerations for the Design of Buildings that Use Solar Energy
Buildings that utilize solar energy can be mainly classified into two categories. First, there are buildings that use sunlight. These buildings require the installation of photovoltaic systems and include the installation of solar cells in places such as the building's roof to convert natural sunlight energy into the electric energy needed in the building. Second, there are buildings that use solar heat. These buildings require the installation of solar collectors in places such as the building's rooftop to use heated water for heating or as service hot water [34] . Likewise, buildings that produce energy using sunlight or solar heat have solar cell modules for solar energy supply located mainly on the rooftop or balcony. The position and direction of solar cell modules is very important for maximizing energy production. The energy-production maximizing position for solar cell modules is 90° with solar cell module plates and sunrays, obtaining the highest efficiency when facing south. In Korea, the highest energy production was obtained when solar cell module plates were inclined 30° from the ground (Figure 9 ) [35] . 
Urban-Scale Building Complex Plan Utilizing Solar Energy
Starting with the Kyoto Protocol in 1997, the entire world has responded actively to environmental problems. Especially in Europe, eco-friendly residential complexes started to be planned from the early 1990s with the purpose of reaching an energy self-sufficiency rate of 100%. These European eco-friendly residential complexes were part of an urban-scale solar energy distribution program called "Solar City", which was planned for alternative energy production (especially solar energy) and carbon dioxide reduction in all countries [36] . Solar-energy-utilizing residential complexes in European cities are characterized by being planned on low-floor scales. Normally, low-rise residential complexes consume less energy for the maintenance of the building than high-rise buildings [34] . In addition, since the height of the building is low, shadow interference between buildings is minimized, allowing solar cell modules to be usefully placed on railings or 
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Urban-Scale Building Complex Plan Utilizing Solar Energy
Starting with the Kyoto Protocol in 1997, the entire world has responded actively to environmental problems. Especially in Europe, eco-friendly residential complexes started to be planned from the early 1990s with the purpose of reaching an energy self-sufficiency rate of 100%. These European eco-friendly residential complexes were part of an urban-scale solar energy distribution program called "Solar City", which was planned for alternative energy production (especially solar energy) and carbon dioxide reduction in all countries [36] . Solar-energy-utilizing residential complexes in European cities are characterized by being planned on low-floor scales. Normally, low-rise residential complexes consume less energy for the maintenance of the building than high-rise buildings [34] . In addition, since the height of the building is low, shadow interference between buildings is minimized, allowing solar cell modules to be usefully placed on railings or rooftops. In this research, based on this analysis of European low-rise residential complex cases, a low-rise residential complex plan for solar energy utilization was developed for the target site.
Optimum Solar Power Generation Facility Planning and Operating Strategy for Buildings
To improve the energy self-sufficiency of buildings using solar power generation, analysis of solar panel installation angles, maximum installable capacity, and energy production through the installed solar panels is required, considering the climatic characteristics of the building site and the design characteristics of the building, which were determined based on solar location conditions. To determine the optimum solar power generation facility plan and power-trading method based on these analysis results, a power demand analysis of the building must be conducted first. In this regard, the building's power demand data can be analyzed based on statistics provided by the KPX.
Solar power generation characteristics are affected by climatic characteristics such as solar irradiance and temperature. The optimum installation angle was calculated when placing solar panels based on the weather data of the site. The optimum installation angle of solar panels can be calculated based on the maximum generation capacity and time. If architectural design plans are to be considered, the optimum installation angle considering the maximum generation capacity of solar panels is 15 • . However, the maximum power generation time using solar panels varies depending on the weather conditions of the site. Assuming a solar panel is placed with the maximum installation capacity based on architectural design plans, the daily average solar power generation trend and monthly solar irradiance trend in Daegu are evaluated using weather data from the last five years from the Korea Meteorological Administration ( Figure 10 ). As shown in Table 2 , the optimal tilt of solar panel is determined by the weather condition in each region, and the optimal tilt of solar panel in Daegu, South Korea is 25 • . rooftops. In this research, based on this analysis of European low-rise residential complex cases, a low-rise residential complex plan for solar energy utilization was developed for the target site.
Solar power generation characteristics are affected by climatic characteristics such as solar irradiance and temperature. The optimum installation angle was calculated when placing solar panels based on the weather data of the site. The optimum installation angle of solar panels can be calculated based on the maximum generation capacity and time. If architectural design plans are to be considered, the optimum installation angle considering the maximum generation capacity of solar panels is 15°. However, the maximum power generation time using solar panels varies depending on the weather conditions of the site. Assuming a solar panel is placed with the maximum installation capacity based on architectural design plans, the daily average solar power generation trend and monthly solar irradiance trend in Daegu are evaluated using weather data from the last five years from the Korea Meteorological Administration ( Figure 10 ). As shown in Table 2 , the optimal tilt of solar panel is determined by the weather condition in each region, and the optimal tilt of solar panel in Daegu, South Korea is 25°. In this research, S/W Solar Pro was used to analyze the solar power generation characteristics of the site. When solar power generation is to be connected to residential buildings, not only can the building's energy self-sufficiency be improved but electricity fee reductions and economic benefits through power sales can also be expected. However, economic losses can be caused when connecting solar power generation with the maximum installable capacity according to the building design without analyzing the building's power use patterns. The selection of power trading methods through solar power generation also acts as a key factor in economic analyses. Currently, in Korea, the residential rate progression system is being used. In this system, higher rates are gradually applied as power usage increases. The residential electricity rate progression system is shown in Table 3 . The electricity rate is composed of the basic rate and the energy charge. For example, in the case of consumers using 300 kWh of electricity per month, a rate of $0.093/kWh is applied for the first 200 kWh, and $0.1879/kWh for the following 200 kWh, resulting in a total of $37.450. In this research, for the sake of the economic assessment of the operation of photovoltaic power generation, costs and benefits obtained through photovoltaic power generation were defined as solar panel operation benefits and government subsidies. The economic analysis method used was the net present value analysis method, as shown in Equation (1). Therefore, solar panel operation benefits are calculated as annual benefits, and government subsidies and initial capital costs are defined according to the installation capacity of solar panels. In the economic analysis, a discount rate of 5% was applied, and the entire period of the program was set to 20 years, which is the warranty period of solar panels. Additionally, maintenance costs are considered to prevent the efficiency reduction of solar panels due to temperature and dust accumulation on the solar panel.
where G(t) and G re f represent the total solar irradiance of the solar panel at time t and the sunshine amount at the reference conditions G re f = 1000 (W/m 2 ) , respectively. K t , T(t),
and T re f are, respectively, the temperature coefficient at maximum output K t = −3.7 × 10 −3 (1/) , module temperature at time t, and reference temperature T re f = 25 () . ctr represents Power Purchase Agreement (NM: Net Metering, PPA: Power Purchase Agreement). C y,ctr and C ctr,initial are photovoltaic power generation operation benefits per power purchase agreement and photovoltaic power generation initial cost per power purchase agreement, respectively. C subsidy and C O&M are photovoltaic power generation subsidy and operation and maintenance costs of photovoltaic power generation, respectively. S PV is photovoltaic power generation facility capacity. i and y are discount rate and year (Y: warranty period of solar panels), respectively. The power purchase system is divided into two main categories by settlement method: Net Metering (NM), and Power Purchase Agreement (PPA).
NM is a trading method that allows for electricity fee reduction by subtracting surplus power returned to KEPCO from the amount of electricity used from the system. PPA is a trading method that allows cash settlement by applying the monthly weighted average SMP (system marginal price) to surplus power. Since settlement methods are different per power purchase type, an analysis of the user's power consumption patterns is necessary for selecting the right trading agreement. Therefore, to select the appropriate trading method and solar power generation capacity for a specific purpose, energy self-sufficiency and economic analyses should be performed regarding surplus power generated through solar power generation per each power purchase type.
Through the flowchart shown in Figure 11 , solar power generation facility plans and operational strategies can be proposed. The capacities of photovoltaic power generation facilities vary depending on the operational strategies. In this research, optimum installation capacities are proposed according to two operational perspectives. The power purchase system is divided into two main categories by settlement method: Net Metering (NM), and Power Purchase Agreement (PPA).
Through the flowchart shown in Figure 11 , solar power generation facility plans and operational strategies can be proposed. The capacities of photovoltaic power generation facilities vary depending on the operational strategies. In this research, optimum installation capacities are proposed according to two operational perspectives. First, the facility capacity can be calculated as follows when installing solar power generation systems for energy self-sufficiency purposes:
where P load , P PV , and R indicate power demand (kW), solar panel power generation (kW), and facility reserve rate 10% (R = 0.1 pu), respectively. The fact that a consumer's power consumption, including the solar power generation amount, approaches 0 shows a high degree of energy self-sufficiency. Therefore, in terms of energy self-sufficiency, a solar power generation facility capacity in which the final power consumption amount becomes the minimum should be selected as shown in Equation (3). Second, the facility capacity should be calculated as follows when installing solar power generation systems to obtain economic benefits:
In Korea, instead of PPA, it is more effective to apply net metering to those consumers who use more than 400 kWh monthly. Since consumers with low monthly power consumption are not greatly affected by the electricity rate progression system, when selecting a power purchase agreement for utilization of solar power, PPA trading benefits are higher than electricity cost savings provided by net metering. On the other hand, since consumers with high monthly power consumption are greatly affected by the electricity rate progression system, electricity cost savings provided by net metering are higher than PPA trading benefits. Therefore, it was verified that net metering is more advantageous than PPA when considering the power consumption and solar power generation amount calculated based on the residential planning proposed in this research. For all of this, in the case study, a concrete economic analysis was performed for net-metering-applied solar power generation capacity.
Results and Discussion
Results of the Selection of a Suitable Place for Solar Power Generation
The results of the analysis of the indicators of the exclusion conditions revealed that, in the national environmental zoning map, Rank 1 and Rank 2 exclusion regions have areas of 440 km 2 and 180 km 2 , respectively, accounting for 60% of Daegu's total area (about 883.48 km 2 ). In particular, when compared between boroughs, exclusion regions were the most frequent in Dalseong county. In the ecological zoning map, Palgongsan Mountain, Biseulsan Mountain, and the mountain area of Hwawon Recreational Forest are classified as Rank 1, and separate management areas were identified as exclusion zones. Figure 12 shows the primary suitable sites by overlapping exclusion conditions and location conditions, the solar irradiance grade map, and the slope direction; the final map showing appropriate spots for solar energy was developed by overlaying those three.
As result, Daegu's eastern side (Dong-gu) and western side (Dalseo-gu and Dalseong-gun) were identified as relatively appropriate places for sunlight utilization. In particular, in the eastern regions-where SinSeo Innovative City (in which national public institutions will be settled) is being built-the construction of residential and business complexes that seek energy efficiency (e.g., solar towns) are being planned based on recent international trends. 
Design of Buildings for Sunlight Utilization
Site Plan Drawing
The site selected in this research is a region with a private housing plan inside the SinSeo Innovative City in Daegu. This site is mainly divided into Zones A and B (Figure 13 ). Each parcel of the site follows district unit planning regulations, and the nature of the allowed buildings is residential. The height of buildings is up to three floors in Zone A and at least two floors in Zone B. The average size of parcels is 300 m². 
District Unit Planning of the Site by Zone (A and B)
Residential buildings to be built on each parcel of Zones A and B follow district unit planning regulations regarding the purpose of use, coverage ratio, floor area ratio, height of buildings, number of households, and number of inhabitants. Table 4 shows the district unit planning by zone. 
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District Unit Planning of the Site by Zone (A and B)
Residential buildings to be built on each parcel of Zones A and B follow district unit planning regulations regarding the purpose of use, coverage ratio, floor area ratio, height of buildings, number of households, and number of inhabitants. Table 4 shows the district unit planning by zone. The total number of parcels in Zones A and B is 114. The size of each parcel is the same, but the front part of each parcel can be divided into two types, which are the southeast and the southwest. For the purpose of this study, we designed two types of residential buildings: Type A, which looks to the southeastern side of the parcel, and Type B, which overlooks the southwest side of the parcel. In terms of building layout planning, the frontal part of buildings to be constructed on each parcel of Zones A and B is located southeastward and southwestward, satisfying the fundamental building design by allowing the maximum amount of light to enter the building. The main purpose of residential buildings to be built on each parcel of Zones A and B is to increase the building's energy self-efficiency using renewable energy. To ensure the renewable energy of residential buildings to be built on the site, sunlight is used as renewable energy source. To this end, solar panels are installed on the roofs of the buildings. To maximize the efficiency of the solar panels, building design is performed based mainly on the overall form of the buildings and the shape of the roofs. The overall form of the buildings is rectangular to allow the maximum amount of sunlight to reach the solar panels located on the roof, after placing the frontal part of the building southeastward. Rectangular buildings are placed on the middle of each parcel, avoiding shadow interference with buildings to be built on surrounding parcels (Figure 14) . The total number of parcels in Zones A and B is 114. The size of each parcel is the same, but the front part of each parcel can be divided into two types, which are the southeast and the southwest. For the purpose of this study, we designed two types of residential buildings: Type A, which looks to the southeastern side of the parcel, and Type B, which overlooks the southwest side of the parcel. In terms of building layout planning, the frontal part of buildings to be constructed on each parcel of Zones A and B is located southeastward and southwestward, satisfying the fundamental building design by allowing the maximum amount of light to enter the building. The main purpose of residential buildings to be built on each parcel of Zones A and B is to increase the building's energy self-efficiency using renewable energy. To ensure the renewable energy of residential buildings to be built on the site, sunlight is used as renewable energy source. To this end, solar panels are installed on the roofs of the buildings. To maximize the efficiency of the solar panels, building design is performed based mainly on the overall form of the buildings and the shape of the roofs. The overall form of the buildings is rectangular to allow the maximum amount of sunlight to reach the solar panels located on the roof, after placing the frontal part of the building southeastward. Rectangular buildings are placed on the middle of each parcel, avoiding shadow interference with buildings to be built on surrounding parcels (Figure 14) . Roofs are designed sloped in principle. The reasons for this is that, first, one side of the sloped roof faces southward to allow the maximum amount of direct sunlight to reach the solar panels; and, second, when the mean height of the highest floor of a building with a sloped roof is 1.8 m, it is provided as a free space that does not deviate from architectural regulations. Moreover, since solar panels in sloped roofs are exposed to the field of vision of external pedestrians, they can promote ecofriendly homes (Figure 15 ).
Array spacing calculation in solar power generation design is a main factor that should be considered to prevent solar power generation drops. The Korea Environment Corporation (Incheon, Korea) has established photovoltaic design/installation guidelines considering design factors that affect photovoltaic power generation outputs. The proper array spacing according to PV installation angles is determined by Equation (5) . Since an increasing array spacing decreases the number of output drops caused by shadows, but also reduces the installable capacity in limited spaces, it is important to install sunlight arrays with the minimum spacing [37] . Roofs are designed sloped in principle. The reasons for this is that, first, one side of the sloped roof faces southward to allow the maximum amount of direct sunlight to reach the solar panels; and, second, when the mean height of the highest floor of a building with a sloped roof is 1.8 m, it is provided as a free space that does not deviate from architectural regulations. Moreover, since solar panels in sloped roofs are exposed to the field of vision of external pedestrians, they can promote eco-friendly homes ( Figure 15 ).
Array spacing calculation in solar power generation design is a main factor that should be considered to prevent solar power generation drops. The Korea Environment Corporation (Incheon, Korea) has established photovoltaic design/installation guidelines considering design factors that affect photovoltaic power generation outputs. The proper array spacing according to PV installation angles is determined by Equation (5) . Since an increasing array spacing decreases the number of output drops caused by shadows, but also reduces the installable capacity in limited spaces, it is important to install sunlight arrays with the minimum spacing [37] .
where, L PV , lat, and tilt represent solar array length, latitude of the installation place, and the installation angle of solar panels, respectively. As mentioned in Section 3.3, the optimum installation angle of solar panels in Zones A and B is 15 • based on the maximum solar power generation amount and 25 • based on the maximum power generation time. 
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Results of the Analysis of Cases of Buildings Utilizing Solar Power
The power trading type in Zones A and B is set as net metering. Surplus power remaining after use can be carried over, but surplus power remaining after power trading cannot be sold. In the case studies, for more precision, economic assessment was performed, including meter installation and the bidirectional meter exchange charges required when trading power. Case 1 simulates a situation where the maximum solar power generation facility capacity is connected after installing solar panels at 15° (based on maximum facility capacity) on the rooftop of a building. Case 2 simulates a situation where the maximum solar power generation facility capacity is connected according to the installation of solar panels with an angle of 25° (based on maximum generation time) on the sloped roof of a building. Cases 3 and 4 simulate the connection of the solar power generation facility capacity in terms of zero energy at 25° on a sloped roof, and the connection of a subsidizable solar power generation facility capacity (less than 3 kW in Korea), respectively. Before performing the case studies, polycrystalline silicon solar panel model HSL60P-6-265 was used, and the power generated through these solar panels was converted with inverters for AC energy supply to houses. At this time, the inverter's efficiency was 97.1%.
Power consumption was calculated based on design planning with building size and number of inhabitants per household using KPX's data. The annual power consumption of Zones A and B was calculated, as shown in Table 5 . As shown in Figures 16 and 17 , when the surplus power value is positive-because the solar panel power generation is satisfying the power consumption amountsurplus power is generated. On the contrary, when this value is negative, insufficient power is generated. 
The power trading type in Zones A and B is set as net metering. Surplus power remaining after use can be carried over, but surplus power remaining after power trading cannot be sold. In the case studies, for more precision, economic assessment was performed, including meter installation and the bidirectional meter exchange charges required when trading power. Case 1 simulates a situation where the maximum solar power generation facility capacity is connected after installing solar panels at 15 • (based on maximum facility capacity) on the rooftop of a building. Case 2 simulates a situation where the maximum solar power generation facility capacity is connected according to the installation of solar panels with an angle of 25 • (based on maximum generation time) on the sloped roof of a building. Cases 3 and 4 simulate the connection of the solar power generation facility capacity in terms of zero energy at 25 • on a sloped roof, and the connection of a subsidizable solar power generation facility capacity (less than 3 kW in Korea), respectively. Before performing the case studies, polycrystalline silicon solar panel model HSL60P-6-265 was used, and the power generated through these solar panels was converted with inverters for AC energy supply to houses. At this time, the inverter's efficiency was 97.1%.
Power consumption was calculated based on design planning with building size and number of inhabitants per household using KPX's data. The annual power consumption of Zones A and B was calculated, as shown in Table 5 . As shown in Figures 16 and 17 , when the surplus power value is positive-because the solar panel power generation is satisfying the power consumption amount-surplus power is generated. On the contrary, when this value is negative, insufficient power is generated.
Power consumption was calculated based on design planning with building size and number of inhabitants per household using KPX's data. The annual power consumption of Zones A and B was calculated, as shown in Table 5 . As shown in Figures 16 and 17 , when the surplus power value is positive-because the solar panel power generation is satisfying the power consumption amountsurplus power is generated. On the contrary, when this value is negative, insufficient power is generated. Table 5 shows the economic analysis and energy use of each case in Zones A and B. Here, it is assumed that annual operation and maintenance costs are 1% of PV installation costs. Table 5 shows the economic analysis and energy use of each case in Zones A and B. Here, it is assumed that annual operation and maintenance costs are 1% of PV installation costs. Table 5 shows the economic analysis and energy use of each case in Zones A and B. Here, it is assumed that annual operation and maintenance costs are 1% of PV installation costs. In Cases 1 and 2, an annual power generation of at least two times the annual power consumption occurs. Since surplus power generated after self-consumption exceeds the power consumption, net metering benefits are electricity savings with no additional benefits. Meanwhile, in Case 3, the right installation capacity was selected considering the annual power consumption. Based on the results of Cases 1 and 2, power consumption after self-consumption decreases. In Cases 1-3, power is provided through solar panels, and the final power consumption reaches "0". This is a case consistent with the zero-energy perspective, and solar panel operation benefits by net metering are the same. Since solar panel installation capacities in each case are different, it can be verified that, from the zero-energy perspective, operating solar panels with same right installation capacity of Case 3 is the most economical operation plan. In Cases 1-3, if the solar panel installation capacity exceeds the subsidizable range, the user covers all the initial capital costs, which makes it difficult to maximize economic benefits. Thus, as shown in Table 5 , although Case 4 is unable to satisfy power consumption requirements through the power generation amount of solar panels, it has a subsidizable installation capacity, which mitigates initial capital costs. Case 4 can be selected as a plan to maximize the operational benefits of solar panels. Through the study of these cases, an optimum installation capacity for solar panels was proposed according to different operational perspectives. From the zero-energy perspective, Case 2 is the most recommendable, while, from the economic benefit perspective, Case 4 is the most recommendable.
Conclusions
In this research, an energy-independent residential complex was presented through the production of renewable energy, optimized for a specific area in Daegu Metropolitan City, Korea. Unlike other Korean cities, in Daegu, the degree of dependence on primary energy, which is the main cause of environmental pollution, is very high, especially in the residential and commercial sectors, which had the highest energy consumption. Since the residential and commercial sectors have higher energy consumption than other cities, if primary energy, which is the type of energy mainly supplied to these sectors, is replaced by eco-friendly renewable energy, the ripple effect would be very large in environmental terms. Moreover, the fact that the degree of dependence on nuclear energy-which is the energy source most used by the residential and commercial sectors-accounts for 66.4% of the total power supply suggests Daegu's need to develop eco-friendly renewable energy supply sources in the future. Based on this analysis, to perform a concrete analysis of the consumption and production of the energy consumed in a specific area, and maximize the production of renewable energy using solar energy suitable for the corresponding local characteristics, optimum solar energy locations inside Daegu were drawn. As result, an architectural design model was developed to maximize solar energy use in the buildings of SinSeo Innovative City, which is the optimum location drawn. In the building design, factors such as building form, roof shape, and position were considered to increase the energy self-sufficiency of the building. As result, rectangular buildings with their frontal parts facing southeastward were placed in the center of each parcel, avoiding shadow interference. Roofs of buildings can be categorized into flat roofs and sloped roofs. On flat roofs, the maximum solar power generation capacity is obtained when solar panels are installed with angles of 15 • . Meanwhile, at the site of this research, the optimum solar power generation efficiency is obtained when solar panels are installed with angles of 25 • . Therefore, in this research, the sloped roof angle was set to 25 • considering building regulations and the solar power generation characteristics of the site, and the average height of the internal space of the highest floor was designed to be 1.8 m. Based on this architectural model, an analysis was performed from the perspectives of energy self-sufficiency improvement and economics, and divided into three types: (1) one that allows maximum solar power generation capacity in connection with solar panel structures; (2) one for reaching zero energy; and (3) one that allows solar panel installation subsidization. As result, it was verified that, even from the economic point of view, connecting the solar power generation capacity from the zero-energy perspective considering the consumer's power consumption amount is more effective than connecting the maximum solar power generation capacity according to the building structure. Furthermore, when considering only the economic aspects, it was verified that selecting a subsidizable solar power generation capacity according to the residential solar power facility connection is a method through which operational benefits can be maximized.
In this research, an architectural design plan for eco-friendly residential complexes was presented, applying solar energy as the power generation source that is closest to grid parity. In the future, research on architectural types using various renewable energy sources such as wind energy and energy storage devices is required. Research on real-time power demand in buildings and optimum operational strategies considering various energy sources must be performed as well. Finally, the validation of this simulation study will be conducted using a sample house in the SinSeo Innovative City through cooperation with Daegu Metropolitan City.
